P—103112

PB570 series-Installation Diagram of Pressure Measuring Device
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Note: If the medium in the copper pipe is high-temperature gas,
please ensure the external pressure pipe is long enough for heat dissipation,

and ensure the gas entering micro differential pressure transmitter is below 85C.
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