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Launch APP,automatically 
searchfor surrounding bluetooth 
devices. The scan takes about 10 
seconds.Click “Refresh” to rescan 
if necessary.
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Successfully connected, enter
device details(as shown in the
pic). Review device information
and current status on the page.

Filter out irrelevant devices during
scan. Relevant ones displayed in
a list, including User ID and Device ID.

User ID revisable
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Slide up and down to review more 
information. Click “Configuration” 
to enter parameter configuration
(See pic below)

Parameters and current values are
displayed on“Configuration” page
(as shown in the pic). Click
parameter value to edit and click 
“Save” to write in actual value. 
Parameter modification completed.

Tip: Complete all parameter
modification in APP before saving.

Click to connect
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